
Converting oil heating to GSHP in Reading Schools

Factors

• peaking of the world oil and gas supply

• age and life of building

• condition of fabric

• level of insulation

• space for ground collector

• availability of additional electricity supply
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Prospect College Tower Block B
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Redlands Primary School
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System optimisation

• stand alone or hybrid heating system

• cost effective level of insulation

• size of conduction radiators

• length of collector field and spacing

• heating strategy 24/7 with night time set back


